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ERRATUM
to

BUILDING ENVELOPE THERMAL AND DAYLIGHTING
ANALYSIS IN SUPPORT OF RECOMMENDATIONS TO
UPGRADE ASHRAE/IES STANDARD 90

Some of the weather data used in the DOE-2 runs for Las Vegas, Medford,
Albuquerque, Boise, Nashville, Los Angeles, and New York City have been
found to be in error. Results for the basic five climates are not
affected. The climate-generalized results, derived from the full 14-
climate data base, incorporate the DOE-2 results generated with errone-
ous weather data. This is expected to have some influence on peak cool-
ing values and small effect on annual cooling and heating values.
Results affected include data presented in Tables 6.18 and 6.19 and Fig-
ures 6.1 through 6.42.
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Abstract

Fenestration design can greatly affect the energy requirements for space
conditioning and electric lighting in buildings. The net annual effect
greatly depends on the effectiveness of daylight utilization with
specific results being a complex function of the interaction among
building design features, building operating characteristics, and cli-
mate.

The object of this study was to isolate the energy effects of fenestra-
tion and electric lighting design, quantify these effects, and develop
simplified analysis tools for compliance use in the building envelopes
section of ASHRAE/IES Standard 90.

In this study, envelope thermal conductivity, fenestration design, and
electric 1lighting characteristics are parametrically varied through a
wide range of values and in a diversity of climates. For these
parametric variations, annual energy consumption is calculated with the
DOE-2.1B energy analysis program. The numerical results are collected
and stored on tape. From this data base statistical analysis is per-
formed using multiple regression techniques leading to simplified corre-
lation expressions among important building and climatic variables.
These expressions characterize annual energy performance ' trends for
cooling, heating, and cooling peak so that users can easily ascertain
the energy implications of design options for fenestration, daylighting,
and electric lighting.

1.0 Introduction

As a part of the project managed by Battelle Pacific Northwest Labora-
tory to upgrade ASHRAE/IES Standard 90-75A (Energy Conservation in New
Building Design), the need was recognized to accommodate building design
using daylighting as an energy conservation feature. The Windows and
Daylighting Group at Lawrence Berkeley Laboratory was contracted to
develop the technical basis on which daylighting could be made an
integral part of the building envelope criteria of the standard. This
effort evolved into a large—scale parametric study done in collaboration
with the Building Energy Simulation Group at LBL and covering the major
variables in fenestration and daylighting design and providing a fenes-
tration energy performance data base for developing building envelope
design criteria.

Developing the results of this study into criteria recommended for adop—
tion by ASHRAE was the responsibility of other members of the PNL pro-
ject team, 1in particular the Technical Evaluation Committee (TEC)
chaired by Jerold W. Jones. While the initial intent of the project was
to develop some form of daylighting credits that could be applied to
existing envelope criteria, it was subsequently recognized that a com—
plete restructuring of the envelope criteria was necessary. Agreement



on this issue was reached with project management and the TEC, and LBL
staff was asked to recommend approaches to developing new criteria.
This mid-project shift in emphasis will be encountered in the develop-
ment of rationale described in this report.

Using DOE-2.13B (1)(2)(3) as the analysils tool, a parametric study was
originally designed to include those variables specifically relevant to
daylighting energy impacts. To these the overall bullding envelope
thermal conductance was added as a variable parameter, thus expanding
the study to include all the pertinent variables under consideration in
the ASHRAE envelope criteria.

The completed DOE-~2.1B parametric runs produced a voluminous data base.
By applying statistical analysis procedures, it was possible to develop
from this data base functional correlations having high levels of agree-
ment with individual computer simulations. First, highly accurate
correlations, consisting of a large number of terms including exponen-
tials, were generated. This form, because of its complexity, was
cumbersome and did not use terms or a format that practicing engineers
would have easily recognized. Practical considerations of the needs and
expectations of the design community led to the request that LBL develop
functional correlations that were linear, and explicitly described
envelope design parameters, and were climate-generalized. Substantial
additional analytic effort achieved these ends. The results are those
recommendations presented in this report.

While the Windows and Daylighting Group and the Building Energy Simula-
tion Group were engaged in the fenestration aspects of this problem,
'colleagues in the LBL Passive Solar Group collaborated in an examination
of the effects of building mass. They developed mass correction factors
compatible with our recommended envelope criteria. The results of their
efforts are reported separately.

2.0 Objectives

The principal objective of this study was to define the effects of
building envelope design on net annual energy performance as a function
of thermal conductivity, fenestration design, daylight utilization,
electric lighting power density, and climate. This definition will then
provide the basis for developing a simplified methodology by which the
related design varilables can be responsively accommodated in the build-—
ing envelope criteria of ASHRAE/IES Standard 90.

The principal issue 1s° appropriate accounting for solar radiation
through glass. Solar thermal gain can provide energy benefits by
offsetting winter heating loads, but imposes a penalty in cooling loads.
Use of daylight, however, can drastically alter the energy consumption
patterns of a bulilding by reducing the requirements for electric 1light-
ing. 0f further importance is the potential for using daylighting to



reduce cooling load by utilization of daylighting. Concurrent reduc-
tions in electric lighting load and cooling load can result in important
peak electrical load reductions. Realization of the potential energy
benefits to be derived from fenestration requires a careful considera-
tion of the trade—offs among the energy flows 1in the context of an
operating building.

3.0 Technical Approach

Considering that the number of possible combinations of building design,
building operation, and climate variables is very large, the problem first
had to be defined in terms of a manageable number of variables. Second,
an adequately large and accessible data base had to be generated within
these limits, and third the necessary and important correlations of
energy interactions had to be developed from this data base.

3.1 Project Organization

The project was organized into three overlapping phases addressing the
three requirements given above.

3.2 Strategy and Assumptions

It was clearly recognized that this study could not define energy per-
formance for all buildings in all climates or provide adequate predic-—
tion thereof. The objective was, rather, to characterize energy perfor-
mance as a function of building envelope influences over an extensive
range of parameters. It was assumed that, based on a sufficiently large
parametric range, such characterization could be extended to a broader
range of building types not specifically treated in this study.

The structure of Standard 90, in which building envelope and HVAC sys-—
tems are treated independently, 1limited the gbility to consider the
interaction of HVAC system operation and building envelope design.
Because the standard disregards these interactions, the study therefore
attempts to arrive at system—-independent effects by limiting energy con-—
siderations to zone coil loads. It  was then assumed that reducing
energy requirements at this 1level, through refinements in envelope
design, could offer a basis for reducing energy use in the building.

This approach 1s discussed in detail below.
3.3 Methodology

The first phase of the project required formulating a definition of
realistic limits to the problem. This required defining both the physi-
cal building geometry and the parametric limits which 1in turn 1led to
development of a prototypical building module in which fenestration
effects could be isolated and characterized. Conceptual development of
the module was facilitated by prior experience in similar studies using
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prototypical modules. Certain parametric limits necessary to satisfy
requirements for the standard were defined by the TEC. Within these
bounds uncertainities were resolved through a sensitivity study; agree-
ment on parameter definition was then reached with the TEC.

Concurrent with the development of the parametric study design, improved
algorithms were written and incorporated into the DOE-2.1B program and
post-processing capabilities were developed specifically for this pro-
ject.

During the second phase, the design of the parametric study was final-
ized and implemented. Parametric runs were completed, with results
stored on tape and subsequently processed into data files for analysis.

The third phase consisted of data analysis and the development of func-
tional correlations.

3.3.1 Building Module Concept

The need to generate results that could be generally applied to a wide
range of building types and configurations led to using a prototypical
building module in which the important energy use patterns could be
characterized on a unit area basis as a function of orientation and then
applied to other configurations. Prior experience in similar studies(s)
has demonstrated the viability of using a building module consisting of
a single story of a multistory building with a square floor plan. Use
of a prototypical building module for generalized analysis met the
approval of the TEC. Certain design constraints were then imposed by
the TEC in order to satisfy predetermined ASHRAE requirements. The
basic module evolved from prior experience cited above. Final details
of the new module were determined by a sensitivity study that considered
ASHRAE objectives.

The new basic module consists of four perimeter =zones of identical
geometry surrounding a one-hundred-foot—-square interior zone (Fig. 3.1).
For modeling vertical windows, identical fenestration consisting of con-
tinuous strip windows 1is wused in the exterior wall of each perimeter
zone. For modeling skylights the perimeter zones are eliminated and
skylights are uniformly distributed over the roof. Vertical windows and
skylights are treated independently and not modeled simultaneously.

In order to isolate the energy effects of interest, thermal transfers
were selectively constrained. For the fenestration studies the impor-
tant issue is the orientation—dependent flows through the exterior wall
and window system. For this reason, the floor and the ceiling are
modeled as adiabatic (i.e., no heat transfer) surfaces, which is a real-
istic assumption for multistory buildings. The walls at each end of the
perimeter zones are also modeled as adiabatic surfaces in order to limit
envelope effects to the fenestrated exterior wall. The envelope effects



can thus be considered analogous to those in an individual office in a
series of contiguous offices. Normal ©building thermal interactions
include small transfers between core and perimeter. This interaction
was accounted for by modeling thermal transfer through a conventional
gypsum board partition wall.
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FIGURE 3.1 MODULE CONFIGURATION

For the skylight studies the roof/skylight sysﬁem is the element of
interest. In the skylight model, the exterior walls and the floor were
modeled as adiabatic surfaces, thus limiting envelope energy flows to
the roof and skylight system.

With building geometry so defined, orientation-dependent loads calcula-
tions in the DOE-2 program are reported for each zone. Since the loads
calculation in DOE-2 are made at a constant interior temperature, calcu-
lations must be carried to the system level to realistically determine
loads, given the variables of thermostat night set-back and other
opérating strategies. Consideration of all the variations and nuances
of different HVAC systems was beyond the scope of this envelope study,
and it was accepted that analysis would be based on zone coil load com-
parisons using a single consistent system type. 1Ideally, the coil loads
should somehow be independent of system type, but this is not possible
because some type of system must be simulated in order to obtain the
loads. To 1solate zone loads from building system interactions, a
separate single—zone system was assigned to each zone. Under these con-
ditions a simple-constant volume variable temperature system was con-
sidered acceptable for determining coil loads in response to envelope
design. Thus 1n the five-zone building five separate single-zone,



constant-volume variable temperature systems are simulated. Building
operating and occupancy schedules were based on the Standard Evaluation
Technique (SET) standard profiles.(6) With the basic modules as
described, an extensive sensitivity study was conducted to determine
details of the final module design and to establish the 1limits of
parametric consideration. The sensitivity study is described in the
following section; a detailed description of the final building module
and parametric variations follows.

3.3.2 Design of the Parametric Study
3.3.2.1 Sensitivity Study

In designing the parametric study, first a sensitivity study was done to
establish the importance of considered variables, bound the limits of
consideration, and define the details of the building module. Issues
for consideration were established collaboratively by members of the
project TEC and members of the LBL staff and are summarized below. The
sensitivity issues were studied with weather data from Madison, Wiscon-
sin, and Lake Charles, Louisiana, these being the climate extremes of
the five climates originally selected for the study. At this point in
the study the emphasis was placed on developing a "daylighting correc-
tion factor” to be applied to the thermal resistance criteria in stan-
dard 90. The sensitivity issues were then considered primarily as they
affected what was perceived as daylighting-related performance.

The sensitivity issues and results summarized below have been previously
presented in detail in progress reports.

3.3.2.1.1 1Issue: Lighting Control Strategies

The study covered five types of control strategies to reduce electric
lighting output in response to daylight levels in the interior spaces.
With lighting power density at 1.7 W/ft2 and a requirement to maintain
50 footcandles (fc), electric lights were controlled by continuous dim-—
ming, three—level switching, two—level switching, and one-level (on/off)
switching.

Results: Daylight utilization primarily affects cooling load and elec-
tric 1lighting load. The effects are largest on orientations exposed to
direct solar radiation and with a large glass area [window/wall ratio
(WWR) = 0.5]. 1In these cases the energy performance with the five dif-
ferent approaches tended to group closely. Deviation from this close
grouping occurs as the daylight contribution is reduced by reducing
either the shading coefficient/visible transmittance or the window area.
As daylighting contribution is diminished, the relative effectiveness of
multistep and dimming controls increases relative to on/off control.



Conclusion: Lighting control systems can be limited to two types in the
parametric study. Continuous dimming will provide maximum responsive-
ness. A multilevel stepped system, with the number of levels related to
power density, will provide comparative performance.

3.3.2.1.2 Issue: Off-Normal Orientation

Energy performance was studied in relationship to the four cardinal
points of the compass (N,S,E, W) and at 45° intermediate points (NE, NW,
SE, SW) using WWR = 0.5 to maximize solar effects.

Results: Energy performance of E, SE, S, SW, and W tended to group
within fairly narrow limits. Energy performance for NE and NW was
intermediate between N and E or N and W.

Conclusion: The energy performance at off-normal orientations can be
reasonably interpolated.

3¢3.2.143 Issue: Interior Mass Effects

Interior mass was varied by increasing floor slab thickness from 4 in.
to 8 in. The thermal response factor was varied by modeling the floor
with tile and with carpet.

Results: The difference in annual energy performance among these confi-
gurations was very small.

Conclusion: Interior mass need not be included among parameters in this
portion of the study. Detalled mass studies will be done by others.

3.3.2.1.4 Issue: Exterior Wall Mass Effects

The exterior wall configuration was studied as a "quick” wall (instan-
taneous thermal response), a light curtain wall, and a 6-in.-thick con-
crete wall.

Results: Energy performance differences between the quick wall and the
curtain wall are negligible. Significant differences occur between
heavy mass wall and the light mass walls. Changes in energy performance
due to daylighting are, however, of similar magnitudes in all three con-
figurations.

Conclusion: Glazing performance dominates the exterior wall performance
and should govern the parametric study. Daylighting effects are of
similar magnitude regardless of mass. Lightweight curtain walls dom-
inate commercial construction and should serve as the basis for the
parametric study model. Detalled mass studies will be done by others.



3.3.2.1.5 Issue: Interior Equipment Load

Energy performance was compared with interior equipment load at 0.25,
0.5, and 0.75 W/£t2.

Result: Within this range, variations in interior equipment 1load
resulted in small differences in annual energy performance.

Conclusion: Within these limits interior equipment load is a relatively
small component of total load and can be considered at a single value,
0.5 W/ftz, for the parametric study.

3.3.2.1.6 Issue: Perimeter Zone Depth

Energy performance was compared between a l15-ft-~deep perimeter zone and
a 30-ft—deep one.

Result: The change in thermal energy performance, on a unit area basis,
due to daylighting was not significant.

Conclusion: Effective daylighting may be attainable in deep perimeter
zones and may be a viable design strategy i1f properly and carefully con-
sidered. Even so, for the larger percentage of conventional building
design, good daylighting performance cannot be assured in deep zones.
Daylighting design in deep zones would typically require more critical
design considerations that may exceed the scope of currently normal
design practice and the present intent of the standard. The parametric
study should thus be limited to presently realistic expectations and
concentrate on the 15-ft depth. Deeper daylighting penetration should
be a consideration in future revisions of the standard, assuming design
practice will then accommodate such considerations.

3.3.2.1.7 1Issue: Importance of Plenum Effects

Energy performance was initially modeled with 3.5-ft plenum in a 12-ft
floor—-to-floor <configuration and compared to no plenum at 12-ft floor-
to-floor and no plenum at 8.5-ft floor-to-floor. No other changes were
made to the model.

A second set of comparisons was made between the 12-ft floor-to—~floor
with plenum and the 8.5-ft floor-to-floor without plenum. In this set
the overall thermal conductivity (UA)o remained constant. Infiltration
was also adjusted to be constant for both models.

The model for the sensitivity study originally included minimum humidity
control. This was eliminated from the final model since it was not
being used in the 10 test buildings. Minimum humidity control remained
in the sensitivity model for the first two sets of comparison runs.
Therefore, a third set of comparisons was made using the models from the
second set with minimum humidity control deleted.
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Results: In the first set the absolute magnitude of energy performance
varied appreciably with and without the plenum. The relative effect of
the daylighting contribution was fairly consistent.

Performance of the plenum and nonplenum models was brought into closer
correspondence 1in the second set. Heating energy increase with shading
coefficient increase in the south zone necessitated further study.

Elimination of minimum humidity control in the third set resulted in
very close correspondence in energy performance between the two models.
Heating and energy performance properly responded to Increased solar
gain in the south zone.

Conclusion: Modeling the plenum space doubles the number of zones and
therefore the computer time and cost for marginal improyemént in
results. Considering limits on the computer budget, this time could be
better spent extending the data base on variables having greater influ-
ence on daylighting-related performance.

3.3.2.1.8 Issue: Fixed Exterior Shades——Overhangs and Fins

Energy performance without overhangs was compared to performance with
three overhang depths on all orientations. The overhang depths were
calculated to provide full noon-time shading on the south side for June,
May/July, and April/August.

Vertical fins were modeled projecting up to 3 ft from the fenestration
and perpendicular to it.

Results: Overhangs produced small effects on the north elevation. On
the south, overhangs affect cooling performance substantially, with the
largest effects from June shading. Extending the overhang length gen-—
erates small incremental effects. The difference in performance between
fins and. overhangs on the east and west elevations was small.

Conclusion: Overhangs should be included at least on the south eleva-
tion. The June shading depth should be included for all climates and
selectively supplemented with April/August shading depth. Proper con-
sideration of fins would require a separate optimization study which is
beyond the scope of this project. Overhangs on east and west elevations
should be included in this parametric study.

3.3.2.1.9 Issue: Operable Exterior Shades

Energy performance was modeled with operable exterior shades wusing the
same management algorithm as used for interior shades.



Result: Operable exterior shades offer the opportunity for substantial
improvements 1n energy performance over interior shades or fixed exte-
rior shades.

Conclusion: Substantial investigation is necessary in the general area
of operable exterior shading, which is beyond the scope of this project.
Since these devices are increasing in popularity and have major savings
potential, they should be considered for inclusion in future work. It
should be possible to extend the present approach by developing an
equivalent fixed shading coefficient for each type of operable and
operating system.

3.3.2.2 Description of Final Building Module and Parametric Variation

Analysis and conclusions from the sensitivity study were reviewed with
the TEC and agreement was reached on the final building module and
parametric variables as described below. As previously discussed, the
module configuration differs between the fenestration study and the
skylight study. For the fenestration study the module is a single
intermediate story of a multistory building with four perimeter zones.
For the skylight study the module is a top story with perimeter zones
deleted. In order to account for variations in building types, three
sets of operating schedules, occupancies, and internal loads as selected
by the TEC were used. These three types, A, B, and C, are based on con-
ditions for office, retail, and apartment, respectively.

Fenestration area was limited to a window to wall ratio (WWR) that
varied from zero to 0.5 where WWR is based on the floor-to-floor dimen-
sion. Visible transmittance values of the glass were modeled at two-
thirds the value of the shading coefficient. This provides a good
approximation for a wide range of the most popularly used tinted
glasses. Interior operable shades are modeled on all orientations to
automatically close when the direct solar radiation penetration through
the glass exceeds 20 Btu/hr-ft2. This is based on the assumption that
direct beam radiation through the glass onto the work surface will
create a discomfort glare condition and that blinds or drapes will be
drawn to modulate the direct beam radiation. The shade was assumed to
have a shading coefficient multiplier of 0.65 and a visible transmit-—
tance multipler of 0.35. These values are representative of a wide
range of products in common use.

Details of the final building module and parametric variables are sum—
marized below.
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Site Conditions

Site: Flat, unobstructed with no adjacent shading
elements.
Orientation: Cardinal compass directions.

Architectural

Core zone: 100 ft x 100 ft open space, A = 10,000 fr.2

Perimeter zones: Fenestration model only,
Ten contiguous offices each 10 ft wide
and 15 ft deep; zone area = 1500 ftz;
total perimeter area = 6000 ft.2

Height: Total height 12 ft.

Fenestration model,

Floor to floor 12 ft nominal

Floor to ceiling 8.5 ft nominal

Plenum 3.5 ft nominal

Actual DOE-2 input includes the 8.5-ft conditioned space but
excludes the plenum space. Exterior wall U-values are
ad justed so that (UA)O is equivalent to that of the full 12-ft
height. Infiltration input values are similarly adjusted.

Skylight model: Floor to ceiling 11.5 ft.

Partition walls: Stud wall with gypsum wall board both sides.
Surface visible light reflectance of 0.5.

Floors: Adiabafic surfaces consisting of carpeting over
4-=in.-thick, 80 1b/ft3, concrete slab.
Surface visible light reflectance of 0.2.

Ceiling: Fenestration model only,
Adiabatic surface consisting of acoustical tile and
4-in.-thick concrete floor slab above it.
Surface visible light reflectance of 0.7.

Roof: Skylight model only,
Configuration with (UA), determined to satisfy
heating degree day criteria of ASHRAE 90 and then
parametrically varied at (0.75) (UA)0 and (l.5) (UA)O.
Mass effects are part of a separate study.

Exterior wall: Fenestration model,

100-ft-long face a no-mass quick wall with (UA)O
values assigned to satisfy heating degree day criteria of
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ASHRAE 90 and then parametrically varied at (0.75) (UA)
and (1.5) (UA) 15-ft-long end walls of perimeter zones
are adiabatic. Mass effects are part of a separate study.(4)

Skylight model,
Adiabatic walls.

Fenestration: Continuous strip windows in 100-ft-long

Skylights:

exterior face.

Glazed area parametrically varied at 0, 15%, 30%, and 50%

of 12-ft high wall area.

Shading coefficient varied at 0.4, 0.6, 0.8, 1.0.

Visible transmittance varied at 2/3 of shading coefficient.
Thermal conductance varied from that of single to triple
glazing as required to satisfy (UA)o criteria discussed above.

Square skylights,

Evenly distributed over roof on 12-ft centers.

Glazed area parametrically varied from O to 5% of

total roof area

Shading coefficient varied from O to 0.8.

Visible transmittance times well factor varied from O to 0.8.
Glazing consists of one layer of diffusing translucent

white and one layer of clear.

Exterior shading: Fenestration model only,

Modeled with and without continuous, fixed horizontally
projecting, opaque overhangs.

Overhangs modeled on all four orientations.

Overhang projection from window head parametrically varied
to a maximum projection of 0.6 times window height.

Electric Lighting

Type:

Fluorescent evenly distributed.

Power density: 0.7, 1.7, 2.7 W/ft2.

Maintained light level: 50 fec.

Daylighting controls: 1) None.

2) Continuous dimming from full light
output at 100% power to zero light
at 10Z power.

3) Stepped switching from full light output at
100% power to zero light output at zero
power.

-12-



Daylighting control point:
Fenestration model;
10 ft in from window, 30 in. above floor.
Skylight model;

At diagonal intersection of four skylights 30 in. above

floor.
Building Operation

Occupancy density: Type A; 100 ftz/person
Type B; 50 ft“/person
Type C; 300 ftz/person
Schedules:
Occupancy: Type A; SET Standard Profile No.
Type B; SET Standard Profile No.
Type C; SET Standard Profile No.
‘Lighting: Type A; SET Standard Profile No.
Type B; SET Standard Profile No.
Type C; SET Standard Profile No.

Infiltration schedule: Mirror of fan schedule, i.e.,
specified rate when fans are off and zero
fans are on.

Infiltration rate: 0.6 air changes/hour

For fenestration model only;
Interior shades are

Window management:

1 (modified)
12
2

43
54
44

infiltration at
infiltration when

automatically deployed when transmitted direct
solar radiation exceeds 20 Btu/hr-ft2.

Shade has shading coefficient multiplier of 0.6 and

visible transmittance multiplier of

HVAC Systems

Single-zone constant volume variable temperature,
each zone with its own system.

Type:

Thermostat schedules:
Heating
Type A
Weekday hours 7 to 18: 72°F; 19 to 6: 63°F
Weekends and holidays all hours: 63°F

Type B

0.35.

Weekday and Saturday hours 7 to 21: 72°F; 22 to 6: 62°F

Weekend and holiday hours
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Type C
All hours: 74°F

Cooling
Type A
Weekday hours 7 to 18: 78°F; 19 to 6: 90°F
Weekends and holidays all hours: 90°F

Type B
All days hours 7 to 21: 78°F; 22 to 6: 99°F

Type C
All hours: 78 °F

Fan schedule
Type A
Weekday hours 7 to 18: on; 19 to 6: off
Weekends and holidays, all hours: off

Type A
Weekday and Saturday hours 7 to 21: on; 22 to 6: off
Weekend and holiday hours 7 to 19: on; 20 to 6: off

Type C
All hours: on

Night-cycle control: Fans cycle on during normally off periods when
heating or cooling is required.

Humidity control: None
Economizer 1limit temperature: 62°F

Outside air requirement: 5 cubic feet per minute/person
3.3.2.3 Weather Data

The daylighting study requirements called for analysis with WYEC weather
data from the same five climates which had been selected previously for
general use in the standards project. In particular, these five cli-
mates were to be used in the 10 test buildings project; it was intended
that the climate-specific daylighting results would be used in that pro-
ject. These five climates are Lake Charles LA; Madison WI, Washington
D.C; Seattle WA; and El Paso TX.

It was recognized that climate—~generalized results would be of even
greater value to the TEC for use in formulating the standard. The LBL
staff considered the five—climate data base inadequate for generating
climate-generalized results having satisfactory levels of confidence.
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We, therefore, elected to expand the data base using WYEC tapes from
nine additional climates. These were chosen to expand the climate
diversity and geographical coverage of the data base. The added cli-
mates are Albuquerque NM; Bosie ID; Dallas TX; Las Vegas NV; Los Angeles
CA; Medford OR; Nashville TN; Omaha NE; and New York NY.

3.3.3 Modifications to DOE-2.1B Building Energy Simulation Program

A minor modification was made to the DOE-2.1B program to enable the gen—
eration of 20 output variables (2 from LOADS and 18 from SYSTEMS) in a
special post-processor file. The file contains parameters related to
heating and cooling energy; these were used for presentation purposes
(both written and graphic) and also to form the foundation of the data
base used 1in the regression analysis. Reference 7 should be consulted
for a more complete discussion and listing of the output variables.

3.3.4 Development of Post-Processor Data Handling

In addition to the special post-processor file mentioned above, a
general—purpose post-processor file was also generated for each DOE-2.1B
run. The general file contains all the information present on the DOE-
2.1B reports requested on input. This information is written in a for-
mat which can be easily accessed. Either particular quantities such as
cooling energy or complete DOE-2.1B reports can be obtained. This file
therefore permits discretionary DOE-2.1B output. However, it should be
mentioned that the complete DOE-2.1B output is also available for each
run. All the formatted DOE-2.1B reports requested can easily be
obtained simply by disposing the output file to an appropriate printer.
The general-purpose post-processor file, on the other hand, requires the
use of certain utility programs to generate the desired DOE-2.1B output.
Reference 8 contains the necessary information for selecting and print-
ing this file.

3.3.5 Development of Computer Graphics Data Display

Graphics output was generated through the development of three FORTRAN
utility programs. Two of these routines were responsible for reading
the special DOE-2.1B output file and creating a new input file for use
by the third program, which controlled the plotting sequence calls to
the IDDS (Integrated Data Display System) plotting package. Reference 7
contains more details regarding the plots generated and listings of the
above FORTRAN programs.

3.3.6 Statistical Analysis with Multiple Regression

In this study a large integrated data base was created, then a series of
multiple regressions were undertaken to define coefficients for selected
configuration variables that could accurately predict energy usage.
Multiple regression is a statistical analysis procedure in which
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relationships between different variables are established mathematically
using a 1least-squares approach. Generally, sets of independent vari-
ables are defined from which a dependent variable is predicted.

A decision was made early in the program to perform the regression
analysis for each climate independently. It was reasoned that with only
five climates being simulated a correlation using climatic variables
would be difficult. Climate generalization/configuration interface is
discussed in the next section of this report. Thus, distinct expres-
sions were generated for each climate and use pattern. Heating peak was
not considered in the study after initial results indicated that 1its
value was a function of the startup load and thus could not be related
to configuration parameters in a meaningful way. The analysis of
overhangs and daylighting resulted in correction factors to the solar
heat gain and lighting heat gain terms, respectively. The resulting
regression expression for the perimeter zone was of the form:

bonAT + bzkoAgSC + bakyArL + byA. (1)
where

b“s = solved for regression coefficients
U, = exterior envelope overall U-value (Btu/hr—ftzoF)
AT = exterior wall area (ftz)
A = window area (ftz)
Sé = shading coefficient
ko = correction factor due to overhangs
Ag = floor area (ftz)

= lighting wattage (W/ftz)
kd = correction factor due to daylighting.

This form of the equation was used for each orientation for all three
energy quantities studied. Its compact form and conveniently segregated
terms permit a qualitative as well as quantitative analysis of indivi-
dual components contributing to perimeter zone energy use. Tables 6.1
through 6.9 in the appendix present the regression coefficients and cer-
tain relevant statistical variables to indicate the reliability of the
fit. Generally, the r? (square of the correlation between the predicted
value and actual value) values are on the order of 0.97 and above (an r
value of 1.0 represents a perfect correlation), with the exception of
the heating energy in the perimeter zones, which is usually below this
value. However, when heating approaches the magnitude of cooling (this
can be seen by observing the mean value of the data), the r? increases
correspondingly. The skylight or rooftop envelope portion of the
analysis yielded a regression expression similar to Eq. (1); the only
difference being the lack of an overhang correction factor and an orien-
tation variation. Tables 6.10 and 6.11 present the regression coeffi-
clents for configurations A and B, respectively.

-16-



The overhang correction factors to the solar radiation heat gain term
were derived from a regression using overhang height/window height as
the independent variable. Table 6.12 lists the regression coefficients
for configuration A for the following equation:

k. = 1. = beR — bcR? (2)

0 5 6
where
correction factor
regression coefficients
overhang width/window height ratio.

W oo R
0]
[

Figures 3.2 to 3.4 present the overhang correction factors for the five
base climates. Except for the cooling peak curves, each set of curves is
somewhat climate-independent, indicating a wuseful approximation. The
values indicate that an asymptote is approached at an overhang
width/window height ratio value of R = 0.6 for all climates and orienta-
tions of south, east, and west. The amount of solar radiation reduced
is on the order of 50% for heating and cooling at the limit of R = 0.6,
For north-facing fenestration, the correction factor is monotonically
decreasing in all cases, with a typical reduction of 25% solar occurring
at R = 0.6. Selecting the heating curves from Madison as representative
of the complete set (heating, cooling, cooling peak) would yield conser-
vative (with respect to cooling peak) estimates.

The daylighting correction to the lighting term of the basic equation
was obtained as a function of effective aperture. The effective aper-
ture, which is a dimensionless parameter, is defined as the product of
window/wall ratio and visible transmittance. For windows this quantity
is multiplied by the overhang correction factor. For skylights, it is
multiplied by the skylight well factor. The following expression was
derived:

kg = 1. = by(E,) — bg(E,)? (3)
where
ky = correction factor to the lighting wattage due to daylighting
b“s = regression coefficients
E, = effective aperture.

This equation can be used for all three energy quantities analyzed. The
coefficients are presented in Tables 6.13 and 6.l4. Figures 3.5 and 3.6
present the daylighting correction factor for the five base climates.
For perimeter zones, the regression for each climate differed less than
127% between locations. Thus one set of curves would be an acceptable
approximation. These curves are shown on Fig. 3.6. For all perimeter
zone orientations, an asymptote is approached which yields a 65% reduc-
tion in lighting at an effective aperture of 0.20.
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Later in this report, one will observe that this figure can result in a
cooling energy savings for perimeter zones on the order of 157% depending
on the configuration being studied. Heating energy increases due to
reduced electric lighting also approach or exceed this value. However,
the base heating required for all locations is much smaller than the
corresponding cooling required. The skylight reduces electric lighting
from 65% in Seattle to 84% in El Paso, as seen in Fig. 3.6. This varia-
tion 1is different than that observed with the vertical windows due to
the lack of shading management for the skylight model. The trend
reflects the influence of sky cover and latitude.

Regression of the core zone data, although not required for Standard 90,
was nevertheless accomplished. The core zone equation is much simpler
than Eq. (1). This is due to the nature of the heat gain/loss coo-
ponents, 1i.e., there are no solar inputs and only small—-zone—-to-zone
transmission effects. Each load component is a function of the inherent
internal heat gains and the external infiltration/ventilation. The
regression expression therefore consists of two terms as follows:

baAgL + b,Ac ( 4)

where bg and b, are the regression coefficients for interior 1lighting
and remaining internal 1load and ventilation/infiltration quantities,
respectively. Tables 6.15 to 6.17 present b values for the three use
patterns studied. The difference between the predicted values and the
actual values (residual) 1s very small for both the cooling peak and
cooling energy (r2 = 0.99). The heating residuals tend to be large at
low energy levels. However, this fact is relatively unimportant because
the heating requirements are quite small.

3.3.7 Climate Generalization

The objective of the complete study was to define energy use as a func-
tion of  both configuration and climatic variables. However, initially
the data base contained results from only five geographic locations. To
enable a satisfactory climate/configuration interface, nine additional
locations using configuration A were simulated. The additional climates
analyzed were Albuquerque NM, Boise ID, Dallas TX, Las Vegas NV, Los
Angeles CA, Medford OR, Nashville TN, Omaha NE and New York NY. Revi-
sions were applied to the DOE-2.1B weather processing program so that a
data base could be constructed to contain both configuration and climate
variables. After numerous trial-and-error regression runs, feasible
parameters and expressions were selected for the building envelope cri-
teria. This 1is not to say that the results represent the best fit.
Various other solutions yielded more satisfactory predictions but did
not lend themselves to presentation suitable for use In Standard 90.
Equation 1 was the final form of the expression selected for predicting
the desired energy wusage quantity (cooling peak, cooling, heating).
Climate generalizations for the other configurations were obtained by
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relating the regression coefficients for the five basic climates and
assuming that the correlation would also be valid for the other geo-
graphic locations. Figures 6.1 through 6.12 in the appendix present
these relationships for the perimeter zone for configurations B and C
and Figs. 6.13 through 6.18 for the rooftop zone for configuration B.
Configuration C was not used in the skylight model. Climate was not
generalized for the core zone. The purpose of the climate correlation
was to make each of the b regression coefficients a function of particu-
lar climatic parameters.

For cooling peak, the design dry bulb temperature at the 5% 1level was
selected as the independent variable. A linear relationship was used
for each orientation of the perimeter zone and the rooftop zone for each
component (conduction, solar, lighting, other). Rewriting Eq.(l) using
P instead of b for peak yields:

Cooling peak (Btu/hr)(ith orientation) =
PliUoAT + PZikoAgSC + P3defL + P4Af ( 5)

where
P1y = P1140T *+ Pypy-
Pys = P2140T + Poyy (6)
Py = p3;DT + p3;
Py = pyyDT + pyy
where

p"s = solved for regression coefficients
DT = design dry bulb temperature at -5%.

Results for orientations of south, east, and west were forced into
yielding the same solution both for simplicity and because the statisti-
cal parameters used for measuring goodness of fit indicated such a pro-
cedure was valid. A separate solution was also obtained for the north
orientation. Tables 6.18 and 6.19 present the values of the above p
coefficients. '

The cooling energy coefficients are also presented in the above tables.
They relate to the following expressions [(where C has replaced b in

Eq.(1))]:

Cooling energy (kBtu) (ithorientation) =
C11UpAp + CpykyA,SC + CakyAcL + C4A; (7)
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where ’
Coqy = €9y LAT + cooy (8)

where
¢”s = the solved for regression coefficients
CDD = annual cooling degree hours (at 80°F)/24
latitude in degrees.

X
H
]

The regression for the rooftop zone indicated that the squared degree
days term was not necessary. This fact was also true of the heating
energy equation, which in its final form was expressed as:

Heating energy (kBtu)(ithorientation) =

HliUoAT + HZikoAgSC + H3idefL + H,Ap ( 9)

where 9

Hyy = hlliHDDz + hy,;HDD + h13i

Hyy = hqq{HDD® + hBZiHDD + h331

H4 = hAIHDD + h42
where

h“s = solved for regression coefficients

HDD = heating degree hours (at 55°F)/24.

4,0 Discussion and Summary of Results

The statistical correlations presented in the appendix for the various
multiple regressions indicate that good predictions of DOE-2 results are
obtained by using an equation of the form of Eq. 1 in Section 3.3.6,
with regression coefficients calculated independently for each climate.
Actually, the form could be made more accurate by considering quadratic
and cross-coupled independent variables of the input heat gain/loss com-
ponents. Generally, the more detailed the regression model, the better
the predictive quality of the final equation. Although large numbers of
independent variables may be more accurate in a mathematical sense,
their use 1is 1limited in a practical sense by the Standard 90 building
envelope criteria. Architects and engineers, who in their day-to—-day
operations will be using Standard 90, require a technique or tool that
is easily understood, efficient, and accurate. The basic Eq. (1) with
the climate generalizations expressed in Eqs. (5) through (10) fulfill
these requirements. It should be kept in mind, however, that the
results of this study are valid only within the range of variables
parameterized. One should use care in attempting to define a building”s
energy use from these results. More importantly, however, is the vali-
dity of performing a qualitative analysis wusing these results. This
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discussion will proceed with an analysis of results of the five base
climates for configuration A, after which the climate generalization
will be treated.

4,1 1Individual Climate Analysis

The regression coefficients presented in Tables 6.1 through 6.17 can be
used in conjunction with Egs. (1) to (4) in examining the effects of
various configuration parameters on energy use. The values give  some
indication of the importance of each energy usage quantity. For exam-
ple, the solar radiation heat gain dominates the cooling peak and cool-
ing energy values, followed by infiltration/ventilation, internal heat
gains, and envelope conductance. Heating energy, however, is somewhat
more complicated because of the presence of negative as well as positive
influences. Generally, the solar and internal gains are offset by a
portion of the conductance and infiltration/ventilation losses. How-
ever, there is a net loss resulting from the fact that most of the con-
ductance and infiltration effects occur during the hours when there are
no solar or internal gains. The above statements, of course, could
change if the areas involved (wall, glazing, floor) differ signifi-
cantly. This is easily seen by observing the relative size of the per-
imeter and rooftop zone solar radiation coefficients. For all climates,
the rooftop zone values are much larger; however, the effective aper-
tures are generally smaller than the perimeter zone values, which yields
a lower net solar component for the rooftop zones.

Quantitatively, the conductance contribution to the cooling peak and
cooling energy 1is not as consistent as the other coefficilents. 1In the
case of cooling peak, this is due to the wvariation in the particular
hour”s cooling peak calculation for each configuration. Small component
contributions to the «cooling peak, especially for those that are
temperature—~dependent, will tend to appear somewhat random. For the
cooling energy coefficients, the conductance contribution is very small,
with the possibility of both positive and negative coefficient values.
Such a situation is indicative of actual occurrences. For some north-
erly locations, a conductance loss occurs during some of the hours asso-
clated with cooling.

Coefficient values for the conductance portion of the heating energy are
more easily examined. North orientations for all configurations and
locations yield larger coefficients and thus higher energy use levels.
East and west orientation quantities are approximately the same at
intermediate values between north and south. It appears that an even-
tual climatic temperature—~dependence might be extracted from the heating
energy results. However, it is uncertain at present what form the
cooling-related coefficient dependence will have. The rooftop zone
values tend to vary in a manner similar to north perimeter zone values.
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The regression coefficients of the solar radiation terms for determining
cooling peak are more consistent by orientation than by geographic loca~
tion. First appearances indicate no substantial variation between geo-
graphic locations. However, upon closer examination, anomalies exists
in both Lake Charles LA and Seattle WA. Generally, the magnitude varia-
tion follows a north, east, south, and west pattern from low to high.
This variation seems unrelated to the observed weather data for maximum
incident solar radiation. Thus, there may be some difficulty in corre-
lating the coefficients to specific solar variables. An additional com—
plication with respect to the solar term involves the management of win-
dow shading. 1In the methodology section of this paper, it was noted
that interior shading was implemented at a transmitted direct solar
radiation value exceeding 20 Btu/ftz. The regression model has no
method of indicating whether management was employed during the particu-
lar hour that the cooling peak was defined. Thus, some irregularities
are to be expected between configurations. This fact also complicates
the correlation of the perimeter-and rooftop zone values because manage-
ment was not used for the skylights. Generally, the cooling peak roof-
top solar values are two to three times as large as the south perimeter
zone values. Seattle”s values, however, are more than three times as
large.

The solar portion of the perimeter zone cooling energy follows a similar
north, east, south, and west variation with increasing magnitude. How-
ever, there also seems to be a definite climatic variation with lati-
tude, 1i.e., increasing coefficients with decreasing latitude. Seattle
stands out possibly because of a larger amount of cloud cover. Heating
- energy solar coefficients follow a similar pattern (increasing coeffi-
cient implies less negative). The rooftop zone solar coefficients for
cooling and heating energy are all larger than the corresponding perime-
ter zone values, but follow the same climatic variation.

The small incremental changes in the electric lighting coefficients for
all configurations and locations for each perimeter zone orientation
indicate that a valid approximation would be to lump all four orienta-~
tions into one coefficient as is the case with the other internal loads
and infiltration/ventilation term (by). For cooling peak, the variation
among orientations almost equals the variation among climates. The
cooling and heating energy coefficients, however, vary in a manner simi-
lar to the solar term, i.e., proportional to a latitude or temperature
difference. This latter statement is also true of the b, coefficients.
A discernible trend is not apparent with the cooling peak values.

Core zone coefficients follow a pattern similar to the by and b, terms
of the other zones. The only difference occurs with the heating energy
values because there is little or no heating required (see Tab. 6.15).
It 1is 1interesting to note that the cooling energy coefficients for the
perimeter, rooftop, and core zones are of about the same magnitude.
This is related to the fact that cooling for these zones 1is occurring at
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the same instant for similar space temperatures; whereas heating
requirements for the zones does not necessarily occur simultaneously,
i.e., the perimeter zones will experience more heating during the late
afternoon hours than the core zone.

4.,1.1 Discussion of Example

The usefulness of the regression expressions can be ascertained by cal-
culating thermal load values for a specific example. Figures 4.1 to 4.3
present component breakdowns per square foot of floor area (conductance,
solar, 1lighting, other) for the cooling peak, and the cooling and heat-
ing energies in Madison WI. All perimeter zones were assumed to be 15ft
in depth and the exterior wall 12 ft in height. Rooftop zone floor-to-
ceiling height was 11.5 ft. Parameter values used in the example were:

Perimeter Rooftop

U, = 0.211 Btu/£t%°F U, = 0.049 Btu/£t2°F
WWR = 0.4 WWR = 0.05

SC = 0.8 SC = 0.06

VIS = 0.48 VIS = 0.86

E, = 0.192 WF = 0.7

L = 1.67 W/ftl E, =0.03

kg = 1.0 L = 1.67 W/ ft2

ko = 1.0 kd - 1-0

Regardless of the perimeter and rooftop zone floor size (length), the
percent contribution of the heat gain/loss components to each zone”s
respective energy is the same. This fact results from defining the
problem through overall U-value, glazing size, and shading coefficient
in conjunction with the fixed values of perimeter depth and wall and
ceiling height. A linear variation of energy with floor area exists for
each zone. This can be seen by rewriting Eq. (1) wusing the relation-
ships between floor area, exterior wall, and glass area as follows:

Perimeter

E/Af = 0.799 bluo + 0.799 bszSC WWR + b3de + ba
Rooftop

E/Af = bon + bZSC WWR + b3de + b4.

After substituting the configuration variables, a further reduction 1is
obtained:

Perimeter

E/Af = 0.169 b1 + 0.256 bzko + 1.67 b3 + b4
Rooftop

E/Af = 0,049 b1 + 0,030 b2 + 1.67 b3 + b4.
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The core zone results, at a fixed lighting wattage, reduce to a similar
form:

E/Ap = 1.67 bg + bg.

Figures 4.1 to 4.3 represent plots of these equations in addition to
showing incremental effects to the total load due to overhangs (R = 0.4)
and daylighting using a k; = 0.35 at an effective aperture of 0.192 for
windows and a kd = 0.27 at an effective aperture of 0.03 for skylights.

After defining 0.03 these base curves, one can begin studying the effect
of changes 1in configuration variables. For example, it is immediately
apparent that perimeter zone conductance has little effect on cooling
peak and almost no effect on cooling energy. This fact was stated pre-—
viously in the discussion of the complete set of regression coeffi-
clents, and 1is quite obvious from this example. For heating, however,
the overall U-value is the primary contributor to the eventual heating
load. Decreasing the U-value by half would reduce heating requirements
approximately by half also.

Perimeter zone solar radiation influences cooling and heating in a sig-
nificantly. For cooling peak (Fig. 4.1), the solar is approximately 377%
for north and 50% for south, east, and west; whereas about 567% to 67% of
the cooling energy is determined by the solar component. The effective
aperture used in the example was quite high (E; = 0.192), thus some
reduction of this parameter seems feasible, especially in decreasing the
visible transmittance value. For a VIS = 0.24, the solar contribution
is reduced by 50%, which translates into a maximum 257 to 347 reduction

in cooling peak and cooling energy, respectively.

Other major reductions in cooling are obtained by considering daylight-
ing and overhangs. Although the correction factor for daylighting is
used in the electric lighting term, its magnitude 1is a function of
effective aperture (see Fig. 3.5). Daylighting, in this example,
decreases total cooling energy from 15% for south, east, and west perim-—
eter zones to 20% for north. Use of the R = 0.4 overhangs gives an
additional reduction of 30% for south and 8% for north. Cooling peak
changes are about half the above except for the south zone, where total
savings are 37%.

These design features, while beneficial for cooling, tend to increase
the required heating energy. The solar term itself varies from approxi-
mately 287% of the conductance load for a north orientation to 67% for
southe. Although the percent 1increase in heating is large when using
daylighting and overhangs (about 507% for a south orientation), the
increase is half the cooling energy reduction.
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Effects of electric lighting on the cooling peak in the perimeter zones
are similar to those of conductance —— small. It accounts for about 187
of the total for the north zone and 12% for the south zone. Contribu-
tions to the cooling energy vary from 31% for north to 22% for the other
orientations. This represents about one—~half to one-third of the solar
component. In the case of heating energy, the lighting term is about
the same as the solar term for the north zone. For the other =zones,
this figure drops to half. The implication here is that lighting in<lu-
ences heating energy but not as strongly as cooling energy. Daylight-
ing, as discussed previously, 1s responsible for a maximum 657 decrease
in lighting requirements.

The other internal loads and infiltration/ventilation loads exert a
major effect on all energy levels. Occupant and equipment heat gain
inputs can be approximated by using the 1lighting wattage regression
coefficient. Schedules for each are about the same. For example, Eq.
(1) can be rewritten as:

bonAT + bzkoAgSC + b3(de + 0 + E)Af + b, Af

where O _and E are the occupant and equipment heat gains, respectively.
The by coefficient that contains the infiltration/ventilation effect
can be calculated using the input values for O and E above, 1.e. 0 =
0.675 W/ft? and E = 0.50 W/ft?, therefore:

b4 = b4 - 1.175b3-

From this expression, it can be seen that in this example the occupant
and equipment heat gain 1s about 66% of the lighting input (1.67 W/ftz).

Core zone results for cooling are similar to the perimeter zone data, as
stated previously in the discussion on the regression coefficients.
Heating energy per square foot for the core is about half that required
for the perimeter for internal gains and infiltration/ventilation.

The rooftop zone data follow expected patterns when compared with perim-
eter zone results for the examples described previously. For all energy
quantities, both the conductance and solar radiation contributions per
square foot of floor area are much 1lower (about 60%) than the
corresponding perimeter zone values. This fact reflects the use of a
lower surface U-value (0.049) and reduced skylight size (5%). Internal
load and infiltration/ventilation cooling peak and cooling energy levels
are about the same as for the perimeter and core zones. However, these
quantities account for more than 60% of the total. Because of this
large percentage, daylighting reduces the cooling peak 18% and cooling
energy 287%.
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4,2 Climate Generalization

Tables 6.18 and 6.19 present the regression coefficients for the gen-
eralized climate results for configuration A. A more convenient way of
interpreting the results is shown in Figs. 6.19 through 6.30 for perime-
ter zones and Figs. 6.31 through 6.42 for rooftop zones. These figures
are composite plots that take into account all the variables associated
with the final equations. Also, the relationships between configura-
tions established on Figs. 6.1 to 6.18 were used so that all three con-
figurations are represented. An attempt has been made to insure that
the weather and configuration variables presented cover the range of
expected values so that one can estimate each component”s relative
influence. Climatic effects are seen by observing the slope of the
curves in the upper right-hand quadrant; usage pattern effects are in
the upper left-hand quadrant, and configuration effects 1n the lower-
left hand quadrant. The slope of each curve indicates the significance
of a particular quantity on the resultant energy use parameter.

5.0 Conclusions and Recommendations

This report has described the derivation and use of simple algebraic
expressions for analyzing various aspects of building energy perfor-
mance. The purpose of the study was to provide a basis for establishing
criteria for defining building envelope thermal and daylighting charac-
teristics as part of upgrading ASHRAE/IES Standard 90. Building modules
representative of perimeter, core, and rooftop zones, in addition to
three distinct usage patterns, were defined and numerous DOE-2.1B energy
analysis simulations performed that generated a data base that was sub-
sequently used in conjunction with multiple regression procedures to
relate energy use to specific configuration variables. The final equa-
tions included effects arising from building envelope conduction, solar
radiation, internal heat gains and infiltration/ventilation as well as
correction factors for overhangs and daylighting. Climate effects
included geographic location (latitude), configuration, design, dry bulb
temperature, and heating and cooling degree day levels.

Although the work described 1s complete in itself, certain qualifica-
tions must be attached to the use and interpretation of the results. Of
particular importance is the fact that single-zone, constant-volume
variable temperature HVAC systems were used for the whole study. The
primary reason for this selection stems from the nature of the overall
program objective, that of defining design criteria (and a procedure to
test for compliance with the criteria) as a function of specific build-
ing envelope parameters. It was not the intent of the work to develop a
model to predict energy use, but rather to generate accurate relative
performance indices for different building configurations on an orienta-
tion basis. Thus, the responsive single-zone, constant-volume, variable
temperature system was selected for use.
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Another factor of importance to the study was the use of the simplified
regression expressions, especially those describing the climate/building
configuration interface. These equations provide a surprisingly good
fit to the original data given their simplicity. More complicated
expressions could have been generated which would have improved predic-
tability. For example, in the heating energy regression results (Tab.
6.18), the standard deviation of 3.759 could have been reduced by half
with the wuse of additional climate variables such as wind speed,
incident solar radiation, cloud cover, and air temperature. The same is
true of Eq. (1). Inclusion of quadratic terms in fenestration parame-
ters would have improved the data fit even further. However, it would
be impossible to present such equations in a simplified form suitable
for Standard 90.

Future additions to this work to make it more generally applicable
include the following:

l. Location: The climate generalized regression coefficients were
obtained by analyzing results from 14 locations having wide climate
diversity. The full 14 climate data base was used in the analysis
of Configuration A and then extended to Configurations B and C.
These extensions based on correlations developed in the original
five climate data base were assumed to be reliable approximations.
These assumptions could be validated by completing the data set with
Configurations B and C runs in the additional nine climates.

Further refinements may also be attainable by increasing the number
of weather parameters used in the regression models.

2. Internal Loads: Installed electric lighting power, as a primary
concern in this study, 1s explicitly expressed in the correlation
expressions. Internal loads generated by equipment and occupants
are accommodated by schedule selection and the effects are implicit
in the fourth term of the general equation. A parametric analysis
of equipment and occupant loads would allow their explicit inclusion
as independent variables in the equations for greater flexibility in
use.

3. Infiltration/Ventilation: This study has indicated that these
quantities form a large part of the resultant energy usage values.
Therefore, it is recommended that additional simulations be run cov-
ering a sufficient range of infiltration and ventilatiomn levels to
enable their use as an independent variable in the regressions.

4. HVAC System Types: This proposed variation may be the most
important for predicting energy use. Two alternatives to the
single~zone, constant—~volume system are suggested: using a
variable-volume system serving the four perimeter zones with a con-
stant volume for the core, or using a variable-volume system for all
five zones. A major difficulty of these approaches is the
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modularization of the model so that a generalized scheme can be
developed such as the one(s) presented in this report. It would
also be interesting to compare total building energy consumption
(instead of coil loads) for each HVAC system modeled.
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TABLE 6.1 - Perimeter Zone Regression Coefficients:- Cooling Peak,
Configuration A

Madison Wash., DC LChas Seattle El Paso

UoAt n 12.206 21.536 21.998 2.263 24,755
s 22.645 34.399 40.155 19.326 48.666

e 27.184 34.490 51.412 38.889 60.684

w 23.467 42.685 42.368 36.868 68.723

ASC n 41.337 42.091 45.166 38.658 41.036
g s 86.620 81.941 70.435 86.278 83.474
e 82.174 73.165 70.177 81.469 88.033

W 89.995 81.698 76.533 93.553 93.335

AfL n 3.173 2.734 2.528 3.299 2.731
s 3.084 2.55 2.466 2.996 2.152

e 2.942 2.482 2.143 2.620 2.414

\ 3.0 2.356 2.412 2.513 2.319

Af 10.814 11.551 13.699 6.820 9.623
Mian 44,984 48.146 54.037 39.676 52.396
T 0.981 0.973 0.970 0.979 0.959
o 2.034 2.296 2.408 2.271 3.528

NOTE: For TABLES 6.1 through 6.11 and .15 throueh 6.17, the following units are used:

Cooling Peak: Btu/Hr
Cooling/Heating Energy: KBtu )
Ug: Btu/Hr-ft“-°¥%
Aps Af, Ag: ft2

L: w/fe?

Mean (Cooling Peak): KBtu/Hr

Mean (Cooling/Heating Energy): MBtu
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TABLE 6.2 - Perimeter Zone Regression Coefficients:'Cooling Peak,
Configuration B

Madison Wash., DC LChas Seattle El Paso

UA, B 5.689 18.970 22.180 9.208 28.969
s 27.289 23.732 27.878 23.081 48.680

e 9.434 16.580 34.350 29.411 55.894

W 20.136 42.997 34.349 38.988 64.720

A SC n 45.110 45.588 60.010 37.513 44.768
g s 92.55 79.87 . 88.681 85.939 75.037
e 74.537 71.803 93.305 76.109 82.352

W 87.196 90.937 90.358 98.116 98.78

AL n 3.846 3.160 2.874 3,303 3.269
s 3.249 3.168 3.200 3.281 2.916

e 3.510 3.197 2.919 2.425 2.459

W 3.709 2.793 3.223 2.728 2.794

A 21.655 24.627 23.589 10.761 13.305
Mean 61.289 67.552 71.278 45.858 58.470
r 0.992 0.984 0.992 0.980 0.961
o 1.302 1.838 1.435 2.216 3.273
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TABLE 6.3 - Perimeter Zone Regression Coefficients: Cooling Peak,
Configuration C

_40_

Madison Wash., DC LChas Seattle El Paso

UOAt n 14.983 19.205 24,085 11.955 30.203
s 33.799 24,141 33.646 20.096 47.639

e 16.953 23.548 42.170 36.915 61.775

w 25.808 45,666 35.115 36.410 63.133

A SCn 42.363 49.835 62.833 28.538 38.843
& s 96.403 89.514 89.686 84.062 80.108
e 93.9 75.011 93.323 73.464 81.439

w 96.627 90.112 92.219 96.163 105.389

AfL n 1.287 1.438 1.678 2.203 2.058
s 1.413 1.240 1.010 1.343 0.727

e 1.297 1.219 1.606 1.172 1.111

w 1.276 1.236 1.497 1.867 1.661

Af 9.917 11.519 12.667 4.031 4.893
Mfan 41.096 44.906 52.474 31.941 42.703
T 0.992 0.989 0.990 0.978 0.966
o] 1.403 1.532 1.604 2.222 3.155



TABLE 6.4 - Perimeter Zone Regression Coefficients: Cooling Energy,
Configuration A

Madison Wash., DC LChas Seattle El Paso

UA, -9.000 -1.203 2.613 -5.470 6.306
s -5.829 7.239 16.384 -3.174 25.134

e -6.641 4.816 20.143 -4.742 30.429

w -8.167 4.157 14.006 -4.862 28.081

A SC n 41.566 56.689 89.879 25.548 77.443
g 5 72.183 93.592 135.242 49,781 134.540
e 70.707 90.180 132.791 43.389 143.557

w 73.399 94.098 130.028 50.552 148.360

AL n 3.478 4.691 7.323 2.256 6.283
s 3.622 4.823 7.495 2.344 6.412

e 3.583 4,783 7.331 2.284 6.385

w 3.575 4.838 7.455 2.292 6.454

A 3.932 5.67 10.408 1.575 6.230
Mean 26.486 40.056 65.583 16.192 59.847
S r2 0.986 0.988 0.990 0.986 0.984
g 1.512 1.830 2.399 1.017 3.193
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TABLE 6.5 - Perimeter Zone Regression Coefficents: Cooling Energy,
Configuration B

Madison Wash.,DC LChas Seattle El Paso

UoAt n -20.080 -5.777 -0.0454 -14.653 7.851
s -6.531 12.417 23.699 -3.840 40.339

e -8.619 8.142 23.326 -6.463 43.940

w -8.305 10.593 19.711 -3.454 45,021

A SCn 61.508 81.949 122.957 36.918 103.110
g s 94.541 120.091 176.862 65.599 166.298
e 91.481 115.002 171.007 56.662 174.103

w 98.229 123.263 170.377 69.453 186.935

AfL n 5.290 7.120 11.015 3.323 8.945
s 5.282 7.057 10.929 3.384 8.860

e 5.236 7.079 10.872 3.253 5.684

w 5.221 7.060 10.905 3.284 8.811

Af 11.702 18.051 33.813 5.427 20.263
Mgan 47.517 70.912 119.294 27.380 97.552
T 0.997 0.996 0.996 0.994 0.991
o] 0.974 1.405 1.991 0.904 3.110
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TABLE 6.6 - Perimeter Zone Regression Coefficients: Cooling Energy,
Configuration C

Madison Wash., DC LChas Seattle El Paso

UoAt n 3.206 11.125 20.903 =5.842 25.654
s 6.162 22.484 48.846 1.134 53.832

e 4.317 18.496 51.920 ~-1.769 60.393

W 5.280 21.095 41.436 0.778 60.109

A SCn 53.598 80.184 130.447 31.438 100.638
g s 92.375 127.571 192.964 61.345 168.965
e 90.456 121.034 191.051 54.141 188.434

w 99.816 136.374 187.622 67.814 208.593

AfL n 2.879 4.683 7.704 1.748 5.953
s 3.047 4.711 7.397 1.743 5.545

e 3.030 4.808 7.272 1.688 5.494

w 3.009 4,711 7.549 1.747 5.765

Af 3.567 6.982 14,583 1.052 8.780
Mean 32.348 42.954 95.543 17.380 79.541
rl 0.986 0.988 0.992 0.987 0.985
o 1.875 2.362 2.937 1.168 0.984
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TABLE 6.7 Perimeter Zone Regression Coefficients: Heating Energy,
Configuration A

Madison Wash., DC LChas Seattle El Paso

UOAt n 100.470 50.892 14,902 57.208 24 .879
s 76.013 35.293 9.332 43.317 12.446

e 88.051 42.528 10.039 45.449 14.110

w 91.260 43.461 11.810 48.238 16.233

AESC n -19.040 -14.313 -5.806 ~12,503 -8.162
) s -33.732 -21.143 ~6.849 -19.298 -9.888
e -29.196 -19.272 -6.166 -17.156 -8.888

Y -30.279 -19.732 ~6.664 -18.646 -=9.650

AfL n -3.242 -2.212 -0.767 =2.541 -1.078
’ s -2.369 -1.526 -0.503 -1.823 -0.571
e ~2.739 ~1.810 -0.526 -1.979 -0.627

w ~2.758 -1.828 -0.607 -2.035 -0.709

Af 11.471 6.282 1.704 5.487 2.217
Mean 22.955 12.476 3.497 10.674 4.473
r2 0.975 0.963 0.955 0.944 0.958
o 1.417 1.089 0.399 1.337 0.554
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TABLE 6.8 Perimeter Zone Regression Coefficients: Heating Energy,
Configuration B_

Madison - Wash., DC LChas Seattle El Paso
U At n 127.777 56.777 14.459 58.138 23.661
© s 90.417 36.365 8.657 40.412 12.287
e 108.383 45.405 9.651 44.521 13.101
w 108.894 45,578 11.154 46.042 15.653
A SC n -24.922 -15.766 -4.722 - 9.617 -6.822
E s -37.469 -18.082 -4.173 -13.409 -6.232
e ~33.838 ~-17.767 -4.115 -12.425 -5.724
w -35.218 -18.153 . =4 ,585 -13.847 -6.823
AL n - 4,585 - 2.684 -~-0.630 - 2.482 -0.866
8 s - 3.278 - 1.685 -0.343 - 1.552 -0.375
e - 3.867 - 2.143 -0.401 -1.802 -0.432
w - 3.772 - 2.088 -0.458 - 1.792 -0.504
Af 8.123 3.372 0 1.487 0.540
Mean 18.330 8.476 2.058 5.908 2.851
r2 0.962 0.932 0.922 0.891 0.932
ag 2.152 1.559 0.441 1.716 0.576
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TABLE 6.9 - Perimeter Zone Regression Coefficients: Heating Energy,
Configuration C

Madison Wash., DC LChas Seattle El Paso

UoAt n 167.667 103.078 41.270 140.444 62.028
s 147.571 81.685 25.938 115.936 34.568

e 163.985 95.445 26.276 125,003 38.520

w 163.193 93.982 31.336 124.182 38.898

A SC n -34.426 ~31.374 ~17.574 -29.368 ~21.514
g s -72.725 -53.839 -21.2 =55.445 -28.427
e -62.163 -46.935 -20.067 -52.203 =27.244

w -69.717 =54,165 -21.089 =59.170 -30.572

AfL n - 4.829 - 4,102 - 2.137 - 5,763 - 2.652
s - 4.443 - 3.511 - 1.484 - 4.722 - 1.589

e - 4.636 - 3.862 - 1.513 - 4.882 - 1.697

w - 4,541 - 3.698 - 1.684 - 4.807 - 1.720

Af 29.389 18.88 6.471 18.423 7.401
Msan 53.505 34.170 11.462 34.090 13.319
T 0.992 0.989 0.974 0.982 0.970
o 1.507 1.338 0.891 1.987 1.267
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TABLE 6.10 - Rooftop Zone Regression Coefficients: Configuration A

Madison Wash., DC LChas Seattle El Paso
COOLING PEAK
U_A 27.584 51.421 61.515 26.296 84.980
a%st 227.775 209.993 208.251  249.63 262.462
APL 3.23 3.099 3.054 3.160 3.015
Ag P 8.188 8.275 8.267 4.948 5.431
Mean 193.014 222.399 237.680  171.962 260.391
T 0.999 0.998 0.997 0.997 0.998
o 1.341 1.93 2.483 2.368 2.116
COOLING ENERGY
Uohe ~4.628 6.964 15.401 -0.194 35.874
A.SC 169.211  214.889 314.393  116.881 420.310
ALL 3.158 4.234 6.745 1.968 5.866
A P 3.832 5.965 10.503 1.823 5.533
Mgan 118.872 176.027 291.401 71.957 296 .446
T 0.999 0.999 0.999 0.999 0.998
G 1.233 1.496 1.988 0.838 2.876
HEATING ENERGY
U_A 99.829 50.838 17.194 59,389 23.323
a%st ~41.691  ~-34.570 -17.002  -28.513 -33.766
A%LP - 1.515 - 1.117 - 0.414 - 1.27 - 0.554
A 8.191 4.419 1.247 3.387 1.950
Mean 108.095 68.811 21.093 63.907 26.591
r2 0.982 0.977 0.981 0.966 0.974
o 3.095 2.822 0.989 3.82 1.543
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TABLE 6.11 - Rooftop Zone Regression Coefficients:

Configuration B

Madison Wash., DC LChas Seattle El Paso
COOLING PEAK
UA 14.466 39.242 24,427 25.220 67.000
Agsﬁ 249.422 231.976 244,752 251.406 290.596
AL, 3.515 3.228 3.363 3.292 3.162
Ap 18.819 19.992 21.359 9,572 11.231
Mean 300.186 333.731 340.060 219.721 288.164
r2 0.999 0.999 0.999 0.998 0.993
o 1.605 1.606 1.451 2.098 4.715
COOLING ENERGY
U A -14.799 4,440 12.771 -5.753 45.277
A%st 244,496 298.379 437.677 164.717 529.117
A%L 4.708 6.330 9.881 7.957 8.655
A P 10.819 16.637 30.111 5.425 18.204
Mean 222.239 330.536 558.631 127.774 459.720
r2 0.999 0.999 0.999 0.999 0.999
o 0.711 1.153 1.845 1.282 3.132
HEATING ENERGY
U A 137.534 62.148 15.886 62.447 26.371
A%sé -57.226 -41.745 -12.331 -24.995 -26.179
A%L - 2.660 - 1.563 - 0.303 - 1.261 - 0.433
Ag P 4.190 1.630 0.1156 - 0.0202 0.307
Mean 68.273 43,114 11.061 33.522 19.169
rl 0.974 0.950 0.937 0.904 0.953
g 5.621 5.796 1.562 6.862 2.199
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TABLE 6.12 - Overhang Correction Factor Regression Coefficients:
Configuration A

Madison Wash., DC LChas Seattle El Paso

COOLING PEAK

R n 0.194 0.204 0.514 0.236 0.448
s 2.003 2.120 2.335 1.892 2.410
e 1.654 1.847 1.832 1.564 1.673
w 1.453 1.580 2.089 1.315 1.703

R n 0.242 0.282 -0.0578 0.139 -0.158
s -1.672 -1.684 -1.927 ~1.502 ~2.0
e ~1.122 -1.570 -1.479 -1.014 -1.087
w ~0.935 -1.057 -1.803 -0. 840 ~1.176

COOLING ENERGY .

R n 0.366 0.389 0.510 0.295 0.442
s 1.713 1.664 1.712 1.787 1.721
e 1.295 1.393 1.334 1.266 1.348
w 1.333 1.324 1.349 1.318 1.359

R% n 0.045 0.042 ~0.0993 0.106 ~0.132
s ~1.406 ~1.313 ~1.432 ~1.449 -1.386
e ~0.944 ~1.089 -0.995 ~0.903 -0.988
W -1.0 -0.990 ~0.758 ~0.963 -1.027

HEATING ENERGY )

R o 0.173 0.154 0.267 0.162 0.246
s . 1.362 1.389 1.440 1.507 1.095
e 1.082 1.056 1.029 1.098 0.961
w 0.832 0.924 1.042 0.960 0.874

R n 0.266 0.271 0.105 0.288 "0.059
s -1.091 ~1.067 -1.080 ~1.245 ~0.673
e ~0.764 -0.775 ~0.721 -0.735 ~0.615
W ~0.489 -0.585 -0.758 -0.641 ~0.560
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TABLE 6.13 - Perimeter Zone Daylighting Correction Factor Regression
Coefficients: Configuration A

Madison Wash., DC LChas Seattle El Paso
VIS'WWR n  4.805 5.327 6.095 4.301 5.011
s 5.843 6.400 7.814 5.120 7.843
e  5.301 5.871 7.108 4.735 6.568
w  5.274 5.831 6.890 4.709 6.226
(VIS-WWR)Z2 n ~- 8.710 -11.005 -14.934 - 7.611 - 7.872
s -13.033 -15.591 -23.871 -11.037 -21.850
e -10.780 -13.311 -20.263 - 9.447 -15.991
w -10.627 -13.109 -18.979 - 9.306 -14.241

TABLE 6.14 - Rooftop Zone Daylighting Correction Factor Regression
Coefficients: Configuration A

Madison Wash., DC LChas - Seattle El Paso
VIS:-WWR-WF 48.468 49.528 57.424 42.337 64 .488
(VIS WWR-WF)?2 -800.387 -844.46 -1037.164 -682.526 ~1203.001
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Table 6.15 - Core Zone

Regression‘Coefficients:

Configuration A

-51-

Madison Wash., DC IChas Seattle El Paso
Cooling peak
AfL 3.554 3.537 3.607 3.539 3,573
Ag 8.625 9.114 10.819 5.722 8.402
Mean 146.662 151.274 169.502 117.375 144.769
r2 0.995 0.998 0.991 0.998 0.993
g 2.096 1.26 2.89 1.468 2.425
Cooling
AfL 3.376 4,522 7.064 2.147 5.710
Ag 4.051 6.531 11.271 1.881 8.856
Mean 97.909 142.176 232.804 55.303 185.626
r2 0.987 0.992 0.994 0.989 0.993
3.211 3.380 4,409 1.854 3.966
Heating
AfrL -1.105 -0.527 -0.1282 ~0.5044 -0.141
Ag 6.129 2.559 0.4706 1.903 0.627
Me%n 42.504 16.636 2.526 10.455 3.884
- 0.931 0.924 0.864 0.910 0.826
g 2.52 1.267 0.424 1.329 0.538



TABLE 6.16 - Core Zone Regression Coefficients: Configuration B

Madison Wash., DC LChas Seattle El Paso

Cooling peak

AgL 4,421 4,131 4.268 3.927 4.118
Ag ~18.429 21,043 20,191 9.156 11.926
Mean 259,45 280,656 274 .464 158,315 189.279
r2 0.999 0.999 0.999 0.999 0.997
a 0.651 0.462 0.746 0.953 1.83
Cooling
AfL 5.247 7,154 11,565 3.110 8.237
Af 11.050 17.379 30.778 5.866 22,255
Mean 199.688 295,412 504.386 111,531 362.581
r2 0.999 0.999 0.999 0.998 0.999
o 1.624 1.851 2.939 1,146 2.333
Heating
AfL -1.056 -0.139 0.0088 0.00356 0.0126
Af 2.902 0.419 0.00919 0.0693 0.0243
Mean 11.064 1.829 0.242 0.753 0.458
r2 0.884 0.795 0.606 0.045 0.5

a 3.199 0.590 0.059 0.137 0,105



TABLE 6.17 - Core Zone Regression Coefficients: Configuration C

Madison Wash., DC LChas Seattle El Paso

Cooling peak

AfL 1.783 2.689 2.349 1.914 1.987
Ag 7.788 8.006 9.670 4.239 6.931
Mean 108.186 125.766 136.637 74.930 103.094
r2 0.981 0.999 0.980 0.999 0.999
g 2.069 0.330 2.778 0.464 0.164
Cooling
AfL 2.901 4.637 7.510 1.659 5.432
Ag 5.298 9.741 17.178 2.282 14.851
Mean 102.287 176.242 299,457 51.018 240,862
r2 U.999 0.999 0.999 0.999 0.999
o 0.497 0.662 0.917 0.429 0.649
Heating
AsL -2.913 -1.809 -0.444 -1.882 -0.360
Ag 15.114 7.917 1.605 6.654 1.486
Mean 101.629 48.416 8.491 34.544 8.740
r2 0.991 0.981 0.966 0.965 0.964
o 2.289 2.078 0.701 2.974 0.583
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TABLE 6.18 - Perimeter Zone Regression Coefficients: All Climates, Configuration A

Cooling Peak

N S E W
Py -0.033 0.182 0.182 0.182
P15 13.976 14.5 14.5 14,5
Py 1,499 1.067 1.067 1.067
P29 -76.303 7.14 7.14 7.14 Mean 51.5609
r 0.873
Pqy -0.025 -0.025 -0.025 -0.025 a 6.710
P3, 4.9 4.9 4.9 4.9
Py 0.29 0.29 0.29 0.29
P4o ~13.44 -13.44 -13.44 -13.44
Cooling
N S E ‘ W
C11 -0.281374 0.1301-4 0.1529-4  -0.5617%
C12 0.1025 0.0831 0.1198 0.1456
€13 -24.975 ~13.598 -23.109 -25.149
Co1 -2.955 -4.996 -4.574 -5.249  Mean 43.850
Cyp 177.795 298.149 286.681 308.337 2 0.990
. 5.085
C31 -0.181 -0.181 -0.181 -0.181
3o 12.051 12.051 12.051 12.051
C41 -0.477 -0.477 -0.477 -0.477
C42 25.09 25.09 25.09 25.09
Heating
N S E W
M1 -0.237676 0.693976 0.9937-6 0.4535-6
2 0.02192 0.01256 0.01292 0.01727
3 -0.2302 -0.7092 -0.2265 -1.170
Hpy 0.7476-6 0.389876 0.5426-6 0.4717"6 Mean 9.80
Fyo -0.007178  -0.0083 -0.00834 -0,007902 t2 0,921
Fy3 -0.612 -0.3 -0.1255 -1.007 o 3.759
Faq 0.9517-7 0.55797 0.5544~7 0.7167~7
K -0.001091  -0.000705  -0.000765  -0.000898
F34 0.1173 0.1032 0.1232 0.1547
B 0.00181 0.00181 0.00181 0.00181
L 0 0 0 0
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TABLE 6.19 - Rooftop Zone Regression Coefficients: All Climates, Configuration A

Cooling Peak

P11 2.325
P12 -151,806
P21 0.853
Pjo 148.682 Megn 214,002
r 0.946
P31 -0.00658 a 11.39
P39 3,503
P41 0.0107
P40 6.426
Cooling
Cy1 0.0
Ci2 0.0988
C13 -11.769
Co1 -14.376 Mean 185,55
€22 805.241 r2 0.977
g 12.8
C31 -0.245
C32 13.765
C‘l -0.244
Cyo 14.389
Heating
’ ull 0.0
:12 8.8168
13 .
Foy 0.0 Mean 58.243
Hoo -0.0122 r2 0.933
H23 0.0 o 18.12
F32 -0.000416
H
"33 0.0
1;41 0.0018
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